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Presentation Outline

ÅWhat is the most prevalent rule of thumb in the 
geothermal heat pump industry?
4 ft/ton

4 ft/ton

4 W/m (in other countries)

ÅThe challenges in defining such a rule of thumb

ÅResults of a parametric study demonstrating the 
difficulties of a meaningful rule of thumb

ÅConcluding summary



Ground Heat Exchanger Design
Important Parameters
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